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FIELD MATERIAL
DEVICE TAG  QTY CODE NUMBER JESCRIPTION
Cs-1 2 DISO0-NO CURRENT SVITCH
PT-1 1 PT-550-3-5-D DIFFERENTIAL PRESSURE TRANSMITTER

PANEL MATERIAL
DEVICE TAG QTY CODE NUMBER DESCRIPTION

(P) R-1-R-4

Py TX-1
Py DC-1

1 M-8000-393
3R PD-113-15

S PD-113-3

1 PD-112-22
: PD-112-23

M-8100-1824

PD-109-21
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SCREV-ON LAMCOID NAME-
TERM SEC MINIATURE 600V
TERMINAL BLOCK; MEDIUM
BUSS SSU FUSE HOLDER/
FUSE T-5 (5AMP) FOR
CONTROL CABINET;STD. FACE

RELAY; PLUG [N 3PDT
SOOKET; LIPIN BLADE

TRANSF ORMER
DIGITAL CONTROLLER

ANY MATER[AL VITH A (P) PRECEEDING THE DEVICE TAG [S CONSIDERED
PROPRIETARY EQUIPMENT AND IS BEING SUPPLIED BY JOHNSON CONTROLS, INC.
ALL OTHER MATERIAL [S NON-PROPRIETARY EQUIPMENT.
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Sequence of Operations

The digital controller, EN-01103 will nodulate the position of campus secondary
heating water purp, P-Xl to maintain a differential setpoint of 50
PSIG(Adj.). [n the event that the lead punp Fails, the standby pump will be

SECONDARY PUMP-2 START/STOP

started and the lead punp disabled. An alarm will be sent to ISC network,
“Sec HV Pump-Bi Failure’.
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